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ELEC. EQUIPMENT -
(

WELL HOUSE 

13'-o 1/4" 

I 
8'-11 3/4" 

NOTES: 
1. INSULATE ALL EXPOSED PIPING WITH A MIN. OF 

12'-o" 

2'-2 11 

~- " - - - - - .. - - - - - - - - - - - - - - - - - - .. - ' 

1%" THICK AP / ARMAFLEX PIPE INSULATION (OR 
APPROVED EQUAL). INSULATION SHALL BE APPLIED 
WITH BUTT JOINTS STAGGERED AND ALL JOINTS 
TIGHTLY BUTTED AND SEALED & COATED WITH 
ARMAFLEX 520 ADHESIVE (OR APPROVED EQUAL). 
JACKET MATERIAL SHALL BE ALUMINUM, 0.016" MIN. 
THICKNESS WITH MOISTURE BARRIER ON INSIDE, 
SMOOTH FINISH, WEATHER PROOF "Z" TYPE 
LONGITUDINAL JOINT. ELBOWS, FITTINGS, FLANGES & 
VALVES JACKETING SHALL BE ALUMINUM, 0.020" MIN. 
THICKNESS, WITH 2" MIN. STRAIGHT END SECTION 
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12" MECHANICAL \ 
COUPLING \ 
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v 12" CHECK VALVE 

/ / 

12" GATE VALVE WITH r PIPE HAND WHEEL 
SUPPORTS OPERATOR 

I I / 
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\_ 6" BLIND __/ 11 ~ 
FLANGE 1= : : 

11 ~ ACCESS COVER 
11 SUMP ~------1fl --~v (4 LEAFS) 
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VALVE VAULT 
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\_DRAIN W/2" 
GATE VALVE 

SEE WELL HEAD_,._____\ 
DETAIL 1 
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WELL HOUSE 

ELEC. EQUIPMENT 

WELL PUMP AND MOTOR 

VAIR RELEASE VALVE: 2'' 
COMBINATION AIR/VACUUM VALVE 
FOR RAW WATER, ARI MODEL 
D021P02 OR APPROVED EQUAL 

HEATED AND INSULATED HOUSING v FOR AIR RELEASE VALVE (NOTE 2) 
2" GALVANIZED STEEL DISCHARGE 
TO OUTSIDE WELL HOUSE WITH 18 
MESH, SS SCREEN ON DISCHARGE 

. 

" ,_~rl-"-lff-- - --rr--mt---
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8" DIP _/ I '• I 
~ ' .;; 1 \L__+-1--+---- 8"x12" ECC. 

t;~::::::::::=jij~~~~~r=rr,·7.~~~~j------ I REDUCER 

EL. 448.00' 

COVER OPENING W/ ---i+--,----+1 1 ,. INSULATE _ _,,__...,, a_ 

FOR OVERLAPPING ADJACENT JACKETING WITH 
MOISTURE BARRIER ON INSIDE. BANDING SHALL BE 
TYPE 304 OR 316 STAINLESS STEEL %" MIN. WIDTH 
AND 0.015" MIN THICKNESS, INSTALLED WITH A MAX 
SPACING ON 12" CENTERS. WING SEALS SHALL BE 
TYPE 304 OR 316 STAINLESS STEEL %" WIDE, 0.032" 
THICKNESS WITH ANNEALED TEMPER. 
JACKETING/FLASHING SEALANTS SHALL BE CHILDERS 
CHIL-BYL CP- 76 OR FOSTER ELASTOLAR 95-44 
FROM H.B. FULLER CONSTRUCTION PRODUCTS INC. 
(FOSTERPRODUCTS.COM) OR APPROVED EQUAL. 

2. AIR RELEASE VALVE SHALL BE INSULATED AND HEATED 
WITH THERMAXX OUTDOOR AIR RELEASE VALVE 
INSULATION JACKET WITH HEAT TRACE READY OPTION 
INCLUDED. 
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~I"- EMERGENCY 
GENERATOR 

18 MESH, CORROSION J ·· EXPOSED 
RESISTANT SCREEN 1 ~.. • PIPE 

2"VENT PIPE • I ... 
I+-- •.. (NOTE 1) 11 I I • 

0 v 8" STEEL CHEMICAL INJECTION PIPE. 
S'.' EXTEND THOUGH OUTER CASING INTO 

v INNER CASING. FIELD WELD IN PLACE. 

4 3/4" 

5/16V 

WELL #10 AND VAULT PLAN 

2'-3 1/2"1ll PLATE 

1'-6"1ll OPNG. 

g" g" 

SCALE: 3/8" = 1'-0" 
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18" PIPE SLEEVE W/ LINK 
SEAL MODEL 12-LS-500S 
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2" WELDED BOSS 
AND GATE VALVE 
TO DRAIN PIPE ' 

12" DI RAW WATER MAIN 
SEE C-03 FOR CONTINUATION -
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\__PIPE SUPPORT, ITT FIG. 
258 W/ SUPPORT PIPE 
AND MOUNTING PLATE, 
1 /2"1ll SS WEDGE ANCHORS 

GRAVEL PACK ----------
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WIRE STAINLESS ~ 
STEEL SCREEN 

WELL #10 AND VALVE VAULT SECTION 
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MECHANICAL 
WELL #10 

PLAN & SECTION 
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